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Bangor Hydro

ELECTRIC COMPANY

TYPICAL 345 kV OVERHEAD
W-HMA WOOD HEAVY MEDIUM ANGLE STRUCTURE 20° - 30°

BANGOR HYDRO-ELECTRIC COMPANY
NORTHEAST RELIABILITY INTERCONNECT




