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NOTES: LEGEND:
1. CABLE TO BE BURIED 12 IN. DEEP IN UNCULTIVATED AREAS WHERE SOIL DEPTH IS AVAILABLE, AND | — — — — GROUND WIRE
COVERED WITH OR ANCHORED TO ROCK WHERE NO SOIL IS AVAILABLE. IN CULTIVATED AREAS CABLE
DEPTH TO BE 18 IN. ® GROUND ROD

2. ALL COUNTERPOISE TO BE INSTALLED WITHIN THE LIMITS OF THE RIGHT—OF—WAY. THE DIRECTION OF

INSTALLATION MAY BE ALTERED UP TO 15 OR DOUBLED BACK TO AVOID OBSTRUCTIONS PROVIDED THAT

TURNING RADIUS IS NOT LESS THAN 10 FT. AND THAT COUNTERPOISE IS NOT LOCATED WITHIN 20 FT.

OF ITSELF OR OF STRUCTURE.

3. GROUND RODS TO BE DRIVEN OR A HOLE DRILLED AND THE ROD GROUTED SO THE TOP OF THE
ROD MATCHES THE COUNTERPOISE IN DEPTH BELOW THE SURFACE OF GROUND.
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